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KEY NOTES
ALL WORK THIS AREA IS DEDUCT
ALTERNATE #8. (1D REFRIGERANT PIPING DROPS THRU ROOF FROM ODU-2,
EXTEND IN ATTIC AS SHOWN AND DROP INSIDE WALL TO
4-vAY-36) Q4-vav-28) SECOND FLOOR. SEE SHEET MPI@2 FOR CONTINUATION.
4-vAvV-31 4-VAV-3.
\ERZVZER) 24-vav-33) (2 vAv BOX WITH REHEAT COIL, REPLACE ALL COIL PIPING
VALVES ALONG WITH ALL ASSOCIATED CONTROLS.
- VAV BOX, WITH NO HOT WATER COIL.
C24Fc-i2 ) (4 REFRIGERANT PIPING DROPS THRU ROOF FROM ODU-|,
i i L | | EXTEND IN ATTIC TO FC'S.
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OMIT ALL IMPROVEMENTS EXCEPT FIRE | | d HoVAV-TB | | )
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JOINT AT DEDUCT ALTERNATE #4. _ _ _ = 8 _
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